I. INTRODUCTION
As green energy is getting more important, developing optimized power electronic converters is becoming more and more complex. Developments in new power semiconductors such as silicon carbide (SiC) together with new topologies and control strategies resulted in commercially available 99%+ efficiency power converters (examples of 99%+ efficiency SMA solar inverter [1] , and converter prototypes [2] [3] ). High efficiency designs are challenging, require advance knowledge in power electronics and also in digital electronics. In fact, novel and complex modulations strategies are mostly implemented on microcontrollers (uCs) or more commonly digital signal processors (DSPs [4] ) and field programmable gate arrays (FPGAs [5] ). Boards hosting DSPs require variety of auxiliary circuitry for signal conditioning and powering all auxiliary peripherals which are required for a proper operation of the power electronics converter. On the market there is a large availability of control boards for power electronics: some solutions allow focusing on development-optimization of control loops and modulations strategies without having detailed knowledge about DSP architectures [6] . These solutions are very flexible and suited for developing prototypes or proof of concepts however, they often tend to be costly and not always suited for the single research groups. Other available solutions are represented by development kits provided by several microcontrollers, DSPs and FPGAs manufacturers. These boards necessitate of various external components and the developer is often designing his own interface boards, since commercial boards are often overwhelmed with functions. The lack of availability is mainly due to the fact that each application is different and requires a custom-designed controller board depending on the design needs.
In recent years Arduino-like platforms have seen enormous diffusion both in amateur applications and in research environments due to their simplified programming language and low-cost [7] - [9] . The spreading of the new open hardware platform led to an increase of available "interface shields"; this increased furthermore the flexibility of the Arduino platforms which started to spread in most of the academic environments. In the development of control loops for power electronic converters, the platform was not really successful probably due to the limited performances of the microcontrollers which the boards are based on or the lack of availability of suitable interface boards for power electronics.
The paper presents an interface board that can be used for developing power electronics test platforms and control loops. The interface board can operate with the low-cost TI Piccolo controlSTICKs or with an Arduino-based platform like the Arduino 2009 or the ChipKit Uno32. For increasing the performance of the Arduino-like platforms the paper proposes the replacement of the original microcontroller on ChipKit Uno32 boards with a more performance dsPIC which performance are similar to the TI platform. The interface board can be operated with the desired core and simply [11] . Moreover, a 6 kW dc-dc isolated boost full bridge converter prototype was developed and tested with the presented interface board [11] .
II. CONVENTIONAL POWER ELECTRONICS CONTROL BOARDS AND INTERFACES
Conventional platforms utilized for developing control loops for power electronic converter prototypes have a main core (e.g. uC, DSP, FPGA) surrounded by additional signal conditioning circuitry, general I/O interfaces and ports (Fig. 1a) . These boards tend to have a large number of features and during the development of a converter prototype most of these features remains unused. Moreover, these boards tend to be costly also due to the large number of embedded features. Some development boards have minimal embedded circuitry which is just sufficient for generic data transfer and for board programming (Fig. 1b) . This approach often utilizes a daughter board which can be used to develop customized signal conditioning circuitry depending on the project needs. Another approach utilizes "core boards" (Fig. 1c) ; in this case the board hosts uniquely the main core (e.g. uC, DSP, FPGA), the core power stage and the programming interface. All other I/Os are directly interfaced to the main core with no signal conditioning circuitry along the path. In some products, different cores are implemented on a single board (e.g. DSP with FPGA) providing additional functionality and enhanced possibilities for customization of the core functionalities. All these platforms have a common structure that can be summarized as Fig. 2a . This structure is based on a fixed core which cannot be exchanged with other cores. These solutions often limit the developer to the development tools from the board supplier or manufacturer moreover, migrating towards another DSP architecture is complex and time demanding.
III. A NEW CONCEPT FOR A FLEXIBLE POWER ELECTRONICS CONTROL BOARDS
A new controller card for quick prototyping and developing control loops for power electronic converters was developed. The main concept behind the developed board is its multi-platform support, The development has been focused on application-flexibility, contained costs and desired interface board can operate with tw cores (block structure on Fig. 3) ; it is suitab test signals and control loops for hard electronic converters in the 1-10 kW range w switching frequencies below 200-300 kHz switched converters. The board is develope with ac/dc or dc/dc converter and, in genera non-isolated converters. The board main req PWM channels (complementary), 4 analo (min 10 bit), A/D >500 kS/s, digital iso additional GPIO.
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IV. DESCRIPTION OF MAIN BLOCKS AND INTERFACES
The developed board is an interface board whose main functional blocks (Fig. 4a) are described below and an overview of the board prototype is presented on Fig. 4b .
A. Arduino /dsPIC /DSP TI Piccolo controlSTICK Connectors
The board features the capability of operating with a TI Piccolo controlSTICK or with an Arduino /ChipKit Uno32 /dsPIC which represent the computational cores of the board. All digital I/O of the platforms are isolated through high speed capacitive isolators providing also voltage level shifting (up to 5 V) and higher I/O current capability (up to 15 mA per I/O). I/O capability is limited by the selected platform. On one ChipKit Uno32 the original microcontroller was replaced with a more powerful dsPIC more suitable for controlling power electronic converters (Fig. 5a ). The interfacing sockets are located on top and on the bottom of the board, Fig. 5b .
B. Integrated Power Supply and Voltage References
The board is supplied with dual 12-15 V. The +12/15 V rail directly powers the gate driver connectors and has to ensure sufficient power for driving the power semiconductors (gate drivers). Additional dual 5 V are used for powering the onboard op-amps. The board features a 3 W isolated dc/dc power supply for generating the digital rail voltages required for the DSP and the digital ICs (5 V and 3.3 V).
The board grounds (analog and digital) were kept separately; however, since low-cost DSP boards like the TI Piccolo controlSTICK does not have separate analog and digital grounds, there is always one point of common coupling for the two grounds (DSP board). Ferrite beads can be placed between the two board grounds (maintaining the common coupling point); alternative, 0-Ohm resistors can be replace the ferrite beads depending on the system ground configuration. This section of the board also integrates two auxiliary voltage reference required as auxiliary reference for the A/D converter (+2.5 V) and +1.25 V used as DC-bias.
C. Gate Driver/PWM Interface
The gate driver interface (PWM connectors on Table I ) provides up to six complementary PWM channels. The connectors also provide analog supply (+12/15 V depending on the board supply voltage) and digital supply (+5 V) useful for powering directly the gate drivers and local signal conditioning logic. The gate driver connectors are grouped into three main categories depending on the PWM signals they provide. The complementary connectors provide two PWM signals (complementary connector CPWMx) suited for a phase-leg of a voltage source converter. The boost full bridge PWM connectors provide two independent PWM signals (e.g. PWM1 and PWM2, connector BPWMx) ideal for driving the phase legs in a full bridge isolated boost converter and the single gate driver connectors are a general purpose single-PWM channel. PWM1H PWM1H  PWM2H PWM2H  NC  NC  DGND  DGND  DGND  DGND  NC  NC  PWM1L PWM1H 5V0  5V0  5V0  5V0  PWM2L PWM2H  DGND  5V0  AGND  AGND  AGND  AGND  DGND  5V0  AGND  +15V  +15V  +15V  +15V  +15V  AGND  +15V   CPWM1  PWM1H PWM1H  PWM2H PWM2H CPWM2   PWM1L PWM1L  PWM2L PWM2L  NC  NC  DGND  DGND  DGND  DGND  NC  NC  PWM2H PWM1H 5V0  5V0  5V0  5V0  PWM2L PWM1L  DGND  5V0  AGND  AGND  AGND  AGND  DGND  5V0  AGND  +15V  +15V  +15V  +15V  +15V  AGND  +15V  BPWM1  PWM1L PWM1L PWM2L PWM2L BCPWM1
TABLE I. GATE DRIVER -PWM CONNECTORS
(a) (b) 
D. Analog Input Interface
The board has the capability of receiving six unipolar analog signals. When the board is powered by a TI Piccolo, the internal ADC operates at 12 bit resolution while, with a dsPIC, the resolution is limited to 10 bit. The analog connectors provide also a 5 V supply for powering the sensor (e.g. LEM module). Each analog channel has signal conditioning circuitry: operational amplifiers add dc-bias, moreover they perform a second order active filtering (SallenKey filter) and scaling. The op-amps have a dual power supply to ensure linear operation in the 0-3.3 V range (minmax ADC range).
E. General Purpose I/O
The interface board also provides 12 isolated 5 V general purpose inputs (8) and outputs (4) (GPIO). Since the selected digital isolators are unidirectional devices, the input /output pins cannot be reconfigured.
V. DEVELOPMENT TOOLS AND NEW DSPIC-BASED CHIPKIT
The standard Arduino development environment cannot provide suitable performances for developing complex control systems. Moreover, the performances of on board microcontroller on Arduino-like platforms are too low for the specified requirements. This reduces the choice to two main solutions: the TI Piccolo controlSTICK and a ChipKit Uno32 based on a dsPIC. For these platforms the manufacturers provide suitable development tools with some limitations for the free versions (TI Code Composer Studio [14] and Microchip MPLAB [16] ).
The use of Arduino environment is limited to the supported microcontrollers. This represents the main limitation in terms of performance and resources. Moreover, the Arduino development environment (or Arduino-like environments) does not provide support for dsPICs. A commercial Arduino platform can still be used with the designed interface board; this will have some limitations in terms of performances (e.g. low A/D sampling rate), available resources and DSP features.
On one ChipKit Uno32, the original onboard microcontroller (PIC32MX320F128H) was replaced with a dsPIC (33FJ64GS606, Fig. 5a ) which is a digital signal controller with features for power electronics. The replacement of the original microcontroller was possible since the pin layout of the PIC32 and dsPIC families (e.g. 33F series 64-pin TQFP package) are compatible for the same package type. This solution is more suitable for designing control loops for power electronic converters, since it is possible to benefit of all DSP functionalities of the dsPIC family. The main drawback of this solution is that it is not possible to program the platform with the Arduino environment as previously done for the PIC32 (simplified C programming language). With the new dsPIC it is required to use development tools that support these devices such as MPLAB. The solution gives a significant performance and features increase thanks to the DSP functionalities of the dsPIC (e.g. faster PID execution due to the dedicated DSP functionalities).
VI. EXPERIMENTAL TESTS AND PROTOTYPE OF A DC-DC CONVERTER
The functionality of the interface board was tested with a TI Piccolo controlSTICK, a ChipKit Uno32 and a ChipKit Uno32 modified with a dsPIC. When using the ChipKit Uno32 the board was programmed in Arduino-like environment for generating double pulse test signals for measuring the switching performance of 1200 V Si and SiC power semiconductors, Fig. 6a . The Arduino-like environment allowed to easily creating a USB-serial interface that could vary the pulse width and, therefore, the test conditions for the power semiconductor through a computer interface. This setup on Fig. 6a is often referred as double pulse test circuit; it was used to characterize the switching performance of power semiconductors such as Si IGBTs, SiC JFETs and SiC MOSFETs in [10] [11] . During these test it was important to maintain exactly the same pulse width (therefore, the same testing current, Fig. 6b , to guarantee that the test conditions were maintained the same for different power semiconductors. In this case, the main advantage was that the pulse and test repeatability was higher than when an analog pulse generator is used. 
VII. CONCLUSIONS
When developing control loops and test setups for power electronics converters choosing the suitable development tool is often a challenge that takes into account personal skills, available time and cost. The paper has presented a simple and flexible solution for developing controls of power electronics converters which can operate with different microcontrollers or DSP platforms (open hardware Arduino /ChipKit Uno32 /TI Piccolo controlSTICK). The board has the potential to reduce the prototyping time since it allows using the preferred DSP /microcontroller technology and development tools (e.g. Arduino, Texas Code Composer Studio or Microchip MPLAB). The support of the Arduino environment can significantly reduce the development time due to the simplified programming language. Moreover, to overcome the limitations of the conventional platforms based on Arduinosupported microcontrollers, the paper recommends replacing the PIC32 on a ChipKit Uno32 with a dsPIC of the "33FxxxGSxxx" family. In this way the interface board would benefit from enhanced DSP functionalities especially suited for closed loop control of power electronics converters.
The developed interface board was successfully used for generating test signals to characterize the switching performance of 1200 V Si and SiC power semiconductors. Moreover, the board was used in the development of a high efficiency dc-dc isolated full bridge boost converter prototype achieving peak efficiencies of 97.8% and 96.5% depending on the converter power flow.
